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Fuse Board Legend, Build, Cable & Circuit Information Earthing & Continuity Insulation Resistance RCD ELR Misc

Ze & PSC: Gnd, Test

Board Inf: Mfr: Schneider, Rng: Acti 9 Isobar, Model: SEA9AN36, Form: A, BSEN: 61439-3, BUS: 125A, Ways: 36, kA: 25kA H: 530mm, W: 417mm, D: 117mm, Wt: 10.1kg

Address: [ Please enter your site address here ] DB2
Supply: Origin: LVSB, Phase: L1, Cab I.D: 1, Earthing: TN-S
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